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: 
Para-
metr

 

P1.1 . 0- 0.1 °C
1- 0.2 °C
2- 0.5 °C
3- 1 °C

2

P1.2
.

 N
 

1

P1.3 . 1 ÷ 30 min 5

P1.4

. 1

P1.5 Advanced screen means that while checking 
temperatures you can see measured and  or 
calculated temperature.

 N
 1
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 : 
Para-
metr

 

S1.1  
 

 01 - 04 01

S1.2
 . 

.

0000 ÷ 9999

0001

S1.4   
 

0

S1.5 0 -  0° 
1 -  180°

0

S1.9
 

 

 
 0

S1.17
 

 -5 ÷ 5 K 0

S1.18
 

. -5 ÷ 5 K 0

 .

 “0001”.  

 



22   

 
Para-
metr

 

S2.1  
 

 . 

5 ÷ 70 °C
50 °C

S2.2  
 

. 

10 ÷ 95 °C
70 °C

S2.3  
 

 

10 ÷ 25 °C
15 °C

S2.4  
 

. 

15 ÷ 35 °C
30 °C

S2.7  

.

0 ÷ 5 s
1

S2.8  
1

S2.9  

.

1

S2.10  

. 
1

S2.13
 

 

30  ÷ 900 

300

S2.14

 1. STANDARD 
2. PERMANENT

 

 
PERMANENT 

1- STANDARD 
2- PERMANENT

1

S2.1
.

30 ÷ 900 

300

S2.16

 
T2-T1 (°C)

.
2.0 ÷ 8.0 °C

3.0
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S2.19  
 

 
.

0 ÷ 30 

15

S2.20  
 

 
.

0 ÷ 30 

15

: 
Para-
metr

 

S3.1 
 

 
 

0 -  
 

 
 

 
 

  
 TMIN
 TMAX
 

S3.2  
 . 55 °C

S3.3  
 . 90 °C

S3.4
 

 

0 - . 
 

 
 

 
 

  
 TMIN
 TMAX
 

S3.5 MIN.SYSTEM 
TEMPERATURE IN 
COOLING MODE

Setting of minimal temperature at which the  fully 
closes the valve. 

0 ÷ 0 °C
15

S3.6  
 . 

0 ÷ 0 °C
30
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Temp. [°C] Temp. [°C] Temp. [°C] Temp. [°C]
-20 922 35 1136 90 1347 145 1555
-15 941 40 1155 95 1366 150 1573
-10 961 45 1175 100 1385 155 1592
-5 980 50 1194 105 1404 160 1611
0 1000 55 1213 110 1423 165 1629
5 1020 60 1232 115 1442 170 1648
10 1039 65 1252 120 1461 175 1666
15 1058 70 1271 125 1480 180 1685
20 1078 75 1290 130 1498 185 1703
25 1097 80 1309 135 1515 190 1722
30 1117 85 1328 140 1536 195 1740

.

 Pt-1000 

 

 
.

. 
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MANUAL 
CONTROL
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 ............................... .............. 102 x 84 x 94 mm 
 .................................................................... ~800 g
 .................................................................... PC - thermoplastic 

 ................................................... ........ 230 V ~ , 50 Hz
 .......................... ................................... 0,5 VA

 .................. .............................. IP42  EN 60529
......................................................... I  EN 60730-1

 ............................. 5 °C  +40 °C
   ..................... ............. max. 85 % rH  25 °C

........................................... -20 °C  +65 °C

  .................... ............. ± 5 min / 

 .......................................................... A
 ....... ...... min. 10 

 ......................... ................. Pt1000
 .................................................. 1078 Ohm  20 °C

 .................... .................... -25 ÷ 150 °C, IP32
 ..... .. ....... 0.3 mm
 ............. ....................... max. 10 m
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